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3.2.3.7.3  Pre-Launch Humidity Enivironment   

This paragraph references a 55% max relative humidity.

The MMPF and the PCR have facility specs for relative humidy of 55% or less.  (55% max)

However, the relative humidy for the SSPF is 60% or less.  (60% max)
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